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nbi: the virtuous cycle
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NBI is a national nonprofit working to 
improve buildings for people and the 
environment. We drive research, uncover 
solutions, and advance industry practices and 
policies that deliver positive change in the 
built environment.

Program Areas:

1. Best practices in new and existing 

buildings 

2. Continuous code and policy innovation

3. Zero net energy leadership and 

market development 
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What’s Next for the Utility Industry?

• What is the role of buildings, renewable 
energy, and storage in the utility of the 
future?

• We are seeking solutions to today’s 
challenges and opportunities for   
market transformation.

• We are assembling top experts to                       
help answer these questions.

Change is Coming

2030?

Source: Jim Lazar, 2016
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ZNE Buildings: A Growing Trend
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A Tale of Two ZNE Building Typologies

Renewable-Oriented Efficiency-Oriented

• Minimally to moderately sensitive        
to the grid

• Highly grid-integrated and responsive

• Higher gross energy use • Lower gross energy use

• Higher renewable generation • Lower renewable generation

• Active Strategies:
Mechanical HVAC Systems,
Thermal Storage, Night Ventilation, 
Demand Response

• Passive Strategies:
Daylighting, Building Orientation, High 
Insulation Levels, Passive HVAC, Built-In 
Shading
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There are currently no metrics that define 
building-level grid citizenship, or rate building-
grid interaction quality

• Different players have different language to 
discuss the topic

• Grid operators and utilities are struggling to
integrate renewable energy onto the grid

• Catalyze harmonization of building design with 
grid interaction to reduce curtailment.

GridOptimal: Why is it Needed?
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Critical Bridge Between Buildings and the Grid
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GridOptimal™: Rating Building-Grid Interactions

The GridOptimal Rating System includes 
a New Quantitative Metric for Building-Grid 
Interactions

• Lower score is better, like zEPI and EUI
• Passive features

• Dispatchable / Responsive features

• Defines a building’s “peakiness” and “grid 
citizenship”

• Improves integration of DERs onto the grid
(Conference Paper: ASHRAE Winter Conference, January 2017)

(Authors: Alexi Miller, PE & Jim Edelson)
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GridOptimal™ : Layering Grid Resources

• Passive Design Elements

• Active Dispatchable Elements (ADR)

• Distributed Energy Resources

• EV / Storage Technologies

http://www.lakeland.co.uk
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The GridOptimal™ Score:
Rating Building-Grid Interactions
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Image: Resnet

Start with: min. 1 year of Load Profile Data
• 8,760 hrs Net Power Balance (kW Demand and kW 

Production) for Rated Building & Baseline Building

End with: Simple, easy-to-understand key 
number(s)

• GridOptimal Score integrates an asset and an 
operational rating based on building-grid 
interactions and capabilities
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GridOptimal™: Rating Building-Grid Interactions

Four steps for GridOptimal scoring:

1. Identify critical hours from grid signature, peak, and negative peak

2. Compare rated building to baseline building demand during 
critical hours

3. Weight, aggregate, and score demand variance above/below 
baseline building

4. Adjust scoring based on other building characteristics (optional)

Asset-based (model/predictive) –or – Performance-based (actual)
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GridOptimal™: Rating Building-Grid Interactions

Step 1: Identify Critical Hours



New Buildings Institute © 2017

GridOptimal™: Rating Building-Grid Interactions
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GridOptimal™: Rating Building-Grid Interactions

Identify Peak Hours
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GridOptimal™: Rating Building-Grid Interactions

Demand Beyond Peak – Critical Hours Only
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GridOptimal™: Rating Building-Grid Interactions
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GridOptimal™: Rating Building-Grid Interactions

Identify Negative 
Peak Hours
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GridOptimal™: Rating Building-Grid Interactions

Step 2: Compare Rated to Baseline Building
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GridOptimal™: Rating Building-Grid Interactions
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GridOptimal™: Rating Building-Grid Interactions
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GridOptimal™: Rating Building-Grid Interactions

All Hours
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GridOptimal™: Rating Building-Grid Interactions

Peak Critical Hours
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GridOptimal™: Rating Building-Grid Interactions

Negative Peak Critical Hours
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GridOptimal™: Rating Building-Grid Interactions

Step 3: Weight, aggregate, and score demand 
variance above/below baseline building
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GridOptimal™: Rating Building-Grid Interactions

Lowers Grid Peak (+) Contributes to Grid Peak (-)

Score Δ
Score Δ

Peak Critical Hours
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GridOptimal™: Rating Building-Grid Interactions

Adds Demand (+)

Contributes to Negative Peak (-)

What about hours in which the grid needs to shed load?
• Peak Renewable Production
• Low Overall Demand
Can assign inverse (beneficial) value to higher-than-baseline net 
load during these hours. Potential benefits:
• Avoid Curtailment / Load Shedding events
• Accommodate more renewables onto grid

Negative Peak Critical Hours

Score Δ

Score Δ
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GridOptimal™: Grid Signature

Rated building lowers 

positive grid peak

Peak Critical Hours

Rated building contributes 

to positive grid peak
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GridOptimal™: Grid Signature

Rated building contributes 
to negative peak

Rated building adds 
needed demand

Negative Peak Critical Hours
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GridOptimal™: Rating Building-Grid Interactions
Calculation Inputs

1. Critical hour weight by severity of grid peak (% Peak 
Demand)

2. Sum and weight of peak savings (kWh)

3. Sum and weight of peak contribution (kWh)

4. Critical hour weight by severity of negative peak (% 
Negative Peak Demand)

5. Sum and weight of negative peak demand addition 
(kWh)

6. Sum and weight of negative peak contribution  (kWh)

7. Adjustments for other building characteristics 
(optional)
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GridOptimal™: Stakeholder Value
Grid Perspective (Regulators, Utilities, Program Administrators):

• Incentive Programs: Distributed Energy Resources & Buildings
o Upfront incentive for GridOptimal design
o Favorable rates
o “New Business” charge for connecting a building to grid upon completion

• Target building upgrades for grid operation/stability
• Provide predictable building load reductions to grid managers and for bidding into electricity markets
• Reduced demand ramp up/down leads to greater overall generation efficiency and reliability for grid operator

Building Perspective (Customers, Developers, Designers):
• Design & Specification Process
• Real Estate & Building Asset Valuation
• Insulation against demand charge changes

Regulatory and Policy Framework:
• Aligns with ZNE Building Goals and Policies
• Regulatory and Policy Frameworks (e.g. CA Title 24, New York REV)
• Model Codes & Standards (e.g. ASHRAE 189.1, IECC, etc.)
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Key Benefits:

• Provide common language and consistent metrics to measure grid citizenship

• Allow utilities to provide incentives by referencing a common, transparent, 
reliable standard

• Ensure that building staff are engaged in energy performance

• Encourage grid-sensitive, responsive building design AND operations

• Reduce renewable energy curtailment

• Reduce strains on voltage regulation

• Provide circuit-level production and demand management

• Lower distribution upgrade costs

• Reduced transmission loss

• Increased redundancy/backup

• Improved load matching flexibility

• Lower risk

GridOptimal™: Rating Building-Grid Interactions
Central Generation

Distributed Generation
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GridOptimal™: How will we do it?

• Bring together key stakeholders and 
experts to develop standards

• Establish framework for rating 
system that will result in program 
implementation

• Develop the metric and rating 
system, leveraging existing standards

• Identify pilot projects and participants

• Outline incentive programs and 
financing mechanisms

• Provide Educational Guidance
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GridOptimal™: How will we do it?

GridOptimal Tools and Resources

• Determine performance-based data needed 
• Meter-based performance analysis

• Building modeling software methodology
• Building load shape – key characteristics and levers

• Load shape by building type – baseline

• Asset-based rating

• Utility-based data for each service territory
• Understand critical constraints / opportunities

• Prioritizing parameters and scenarios

• Metric and Rating tool

• Non-wires alternative Application Guide

• Utility program criteria

• Model code criteria
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David and Lucille Packard Foundation Building 

Courtesy: EHDD

Thank You!
Alexi Miller, PE
Senior Project Manager, NBI

alexi@newbuildings.org


