Papers that summarize research by CBE and affiliated institutions have appeared in the following journals, trade magazines, and conference proceedings. Many of these publications are also available from the eScholarship Repository, on-line at http://escholarship.org/uc/cedr_cbe.

2019


Dawe, M. 2019. Field evaluation of occupant satisfaction and energy performance in eight LEED-certified buildings using radiant systems. Master of Science Thesis. Dept. of Architecture, University of California, Berkeley. June. [https://escholarship.org/uc/item/6d95z6sw](https://escholarship.org/uc/item/6d95z6sw) NEW

Dawe, M., P. Raftery, J. Woolley, S. Schiavon, and F. Bauman. 2019. Comparison of mean radiant and air temperatures in mechanically-conditioned commercial buildings from over 200,000 field and laboratory measurements. Submitted to *Energy and Buildings*. June. [https://escholarship.org/uc/item/2sn4v9xr](https://escholarship.org/uc/item/2sn4v9xr) NEW


Soebarto, V., H. Zhang, and S. Schiavon. 2019. A thermal comfort environmental chamber study of older and younger people. *Building and Environment* 155, 1-14. May. [https://doi.org/10.1016/j.buildenv.2019.03.032](https://doi.org/10.1016/j.buildenv.2019.03.032) [https://escholarship.org/uc/item/00h9x985](https://escholarship.org/uc/item/00h9x985) NEW


https://doi.org/10.1016/j.buildenv.2018.11.012  https://escholarship.org/uc/item/9vv4z3gg NEW

https://doi.org/10.1016/j.buildenv.2018.10.012  https://escholarship.org/uc/item/84h3z7nx NEW

**2018**

https://escholarship.org/uc/item/0s43g082 NEW


Kent, M. G. 2018. The importance of window view: Using an exploratory factor analysis to uncover the underlying latent dimensions. CBE Internal Report.  https://escholarship.org/uc/item/4mj1b1vz NEW


https://escholarship.org/uc/item/58m331fr

https://doi.org/10.1016/j.enbuild.2018.01.026  https://escholarship.org/uc/item/9jk1d795

https://doi.org/10.1016/j.buildenv.2018.03.013  https://escholarship.org/uc/item/80b3458w


https://escholarship.org/uc/item/89m0z34x

https://doi:10.1080/23744731.2018.1452508  https://escholarship.org/uc/item/0m91d1t2

https://doi.org/10.1016/j.buildenv.2018.01.005  https://escholarship.org/uc/item/0x58c3k8

https://doi.org/10.1016/j.apenergy.2017.11.021  https://escholarship.org/uc/item/5xd3h77n NEW


Duarte, C., P. Raftery, S. Schiavon, and F. Bauman. 2018. How high can you go? Determining the highest supply temperature for high thermal mass radiant cooling systems in California. Accepted for publication in Proceedings of 4th International Conference on Building Energy Environment (COBEE 2018). Melbourne, Australia, February 5-9th. https://escholarship.org/uc/item/0s06q03g


Raftery, P., C. Duarte, S. Schiavon, and F. Bauman. 2017. A new control strategy for high thermal mass radiant systems. Accepted for publication in Proceedings of Building Simulation Conference 2017. San Francisco, California, August 7-9th. [www.escholarship.org/uc/item/5tz4n92b](www.escholarship.org/uc/item/5tz4n92b)


2016


www.escholarship.org/uc/item/62n2985w


www.escholarship.org/uc/item/4p692575
2015


Duarte, C., P. Raftery, and S. Schiavon. 2015. SinBerBEST technology energy assessment report. [www.escholarship.org/uc/item/7k1796zv](http://www.escholarship.org/uc/item/7k1796zv)


Bauman, F., P. Raftery, and C. Karmann. 2015. Lessons learned from field monitoring of two radiant slab office buildings in California. Proceedings, 6th International Building Physics Conference. Torino, Italy. June 14-17. [www.escholarship.org/uc/item/6tj0s2bm](http://www.escholarship.org/uc/item/6tj0s2bm)


Brager, G., H. Zhang, and E. Arens. 2015. Evolving opportunities for providing thermal comfort. Building Research and Information, Vol. 43, No. 3, 1–14. [http://dx.doi.org/10.1080/09613218.2015.993536](http://dx.doi.org/10.1080/09613218.2015.993536) [www.escholarship.org/uc/item/77c0q85j](http://www.escholarship.org/uc/item/77c0q85j)

Hoyt, T., E. Arens, and H. Zhang. 2015. Extending air temperature setpoints: Simulated energy savings and design considerations for new and retrofit buildings. *Building and Environment* 88, 89-96. [http://dx.doi.org/10.1016/j.buildenv.2014.09.010](http://dx.doi.org/10.1016/j.buildenv.2014.09.010) [https://escholarship.org/uc/item/13s1q2xc](https://escholarship.org/uc/item/13s1q2xc)


2014


Konis, K. Predicting visual comfort in side-lit open-plan core zones: Results of a field study pairing high dynamic range images with subjective responses. 2014. *Energy and Buildings*, Volume 77, 67-79. July. [http://dx.doi.org/10.1016/j.enbuild.2014.03.035](http://dx.doi.org/10.1016/j.enbuild.2014.03.035) [www.escholarship.org/uc/item/4ss6f8rw](http://www.escholarship.org/uc/item/4ss6f8rw)


Chen, B. 2014. Assessment and Improvements of the CBE Underfloor Air Distribution (UFAD) Cooling Load Design Tool. Master of Science Thesis. Dept of Architecture, University of California, Berkeley. [www.escholarship.org/uc/item/40h5c3nv](http://www.escholarship.org/uc/item/40h5c3nv)


Chen, B., S. Schiavon, F. Bauman, and Q.Y. Chen. 2014. A comparison between two underfloor air distribution (UFAD) design tools. *Proceedings of the 13th International Conference Indoor Air 2014*, Hong Kong. July 7-12. [https://escholarship.org/uc/item/5zz6g8wj](https://escholarship.org/uc/item/5zz6g8wj)
Fuertes, G., and S. Schiavon. 2014. Plug load energy analysis: The role of plug loads in LEED certification. *Energy and Buildings*. [http://escholarship.org/uc/item/8fs0k03g](http://escholarship.org/uc/item/8fs0k03g)


Schiavon, S., D. Rim, W. Pasut, and W. Nazaroff. 2014. Sensation of draft at ankles for displacement ventilation and underfloor air distribution systems. *Proceedings of the 13th International Conference Indoor Air 2014*, Hong Kong. July 7-12. [https://escholarship.org/uc/item/34t9x4st](https://escholarship.org/uc/item/34t9x4st)


Feng, J., F. Bauman, and S. Schiavon. 2014. Critical review of water based radiant cooling system design methods. *Proceedings of the 13th International Conference Indoor Air 2014*, Hong Kong. July 7-12. [https://escholarship.org/uc/item/2s00x6ns](https://escholarship.org/uc/item/2s00x6ns)


Honnekeri, A., G. Brager, S. Dhaka, and J. Mathur. 2014. Comfort and adaptation in mixed-mode buildings in a hot-dry climate. *Proceedings of the 8th Windsor Conference*, London, April. [https://escholarship.org/uc/item/0j6884m0](https://escholarship.org/uc/item/0j6884m0)


2013


[http://escholarship.org/uc/item/4j61p7k5](http://escholarship.org/uc/item/4j61p7k5)


2012


http://www.ibpsa.us/simbuild2012/Papers/SB12_TS10b_4_Webster.pdf


---

**2011**


Baker, L. 2011. What School Buildings Can Teach Us: Post-Occupancy Evaluation Surveys in K-12 Learning Environments. [http://escholarship.org/uc/item/2kw2g6rs](http://escholarship.org/uc/item/2kw2g6rs)


Pasut, W. 2011. Using ductwork to improve supply plenum temperature distribution in underfloor air distribution (UFAD) system. PhD Dissertation. Dept. of Technical Physics, Universita degli Studi di Padova, Italy, January. [https://escholarship.org/uc/item/29m3h3tc](https://escholarship.org/uc/item/29m3h3tc)

2010


Brager, G., and K. Ackerly. 2010. Mixed-Mode Ventilation and Building Retrofits. CBE Internal Report, February. [http://escholarship.org/uc/item/1p92f2pm](http://escholarship.org/uc/item/1p92f2pm)


**2009**

Lehrer, D. 2009. Research scoping report: visualizing information in commercial buildings. Interim Report to the California Energy Commission (CEC) Public Interest Energy Research (PIER), September. [https://escholarship.org/uc/item/8tj159x0](https://escholarship.org/uc/item/8tj159x0)

Borgeson, S., G. Brager, B. Coffey, and P. Haves. 2009. Mixed Mode Simulations for Climate Feasibility. CBE Executive Summary, October. [http://escholarship.org/uc/item/0hk689fx](http://escholarship.org/uc/item/0hk689fx)


Peffer, T. 2009. California DREAMing: The design of residential demand responsive technology with people in mind. PhD Dissertation. Dept. of Architecture, University of California, Berkeley, Spring. [http://escholarship.org/uc/item/8rk0g6mh](http://escholarship.org/uc/item/8rk0g6mh)

Arens, E., M. Humphreys, R. de Dear, and H. Zhang. 2009, Are ‘Class A’ temperature requirements realistic or desirable? *Building and Environment* 45(1), 4-10. [http://dx.doi.org/10.1016/j.buildenv.2009.03.014](http://dx.doi.org/10.1016/j.buildenv.2009.03.014) [http://www.escholarship.org/uc/item/4w9260d8](http://www.escholarship.org/uc/item/4w9260d8)


2008

Moore, T. 2008, Simulation of radiant cooling performance with evaporative cooling sources. CBE Summary Report, October. Executive Summary. [https://escholarship.org/uc/item/9qm3670s](https://escholarship.org/uc/item/9qm3670s)

Bauman, F., T. Webster, and D. Dickeroff. 2008. Air leakage test report: EPA region 8 headquarters, Denver, CO. Center for the Built Environment Summary Report, August. [https://escholarship.org/uc/item/9hf9320r](https://escholarship.org/uc/item/9hf9320r)


2007


Brager, G. 2007. Learning from experience. *Frameworks*, College of Environmental Design, University of California, Berkeley, Spring. [https://escholarship.org/uc/item/21r835r7](https://escholarship.org/uc/item/21r835r7)


2006

Webster, T., C. Benedek, and F. Bauman. 2006. Underfloor air distribution (UFAD) cost study: analysis of first cost tradeoffs in UFAD systems. Report to the U.S. General Services Administration. September. [https://escholarship.org/uc/item/4hs7f29b](https://escholarship.org/uc/item/4hs7f29b)

Moore, T., F. Bauman, and C. Huizenga. 2006. Radiant cooling research scoping study. CBE Internal Report. April. [https://escholarship.org/uc/item/3j52t8vz](https://escholarship.org/uc/item/3j52t8vz)


Brager, G. 2006. Mixed mode cooling. *ASHRAE Journal*, pp. 30-37, August. [http://escholarship.org/uc/item/3bb8x7b8](http://escholarship.org/uc/item/3bb8x7b8)


Bauman, F., T. Webster, and H. Jin. 2006. Design guidelines for underfloor air supply plenums. *HPAC Engineering*, July. [https://escholarship.org/uc/item/6k95d6dq](https://escholarship.org/uc/item/6k95d6dq)

Webster, T., and F. Bauman. 2006. Design guidelines for stratification in underfloor air distribution (UFAD) systems. *HPAC Engineering*, June. [https://escholarship.org/uc/item/96453156](https://escholarship.org/uc/item/96453156)


2005

Jung, A., and M. Zeller. 2005. Analysis and testing of methods to determine indoor air quality and air change effectiveness. Original technical paper from Rheinisch-Westfälische Technical University of Aachen, Germany, 1994. English translation by Wolfgang Lukaschek, Center for the Built Environment (CBE). [https://escholarship.org/uc/item/5kd7w8q8](https://escholarship.org/uc/item/5kd7w8q8). Executive Summary by Fred Bauman, PE, Center for the Built Environment (CBE), October. [https://escholarship.org/uc/item/6vb133fd](https://escholarship.org/uc/item/6vb133fd)

Hogan, M., T. Webster, and F. Bauman. 2005. Trends in design and operations of UFAD buildings. CBE Summary Report, October. [https://escholarship.org/uc/item/7kd8f9vb](https://escholarship.org/uc/item/7kd8f9vb)


[http://www.escholarship.org/uc/item/9088399m](http://www.escholarship.org/uc/item/9088399m)


---

**2004**


Federspiel, C.C., R. Martin, and H. Yan. 2004. Re-calibration of the complaint prediction model, accepted for publication in the *International Journal of HVAC&R Research*. [http://www.escholarship.org/uc/item/7f46b58s](http://www.escholarship.org/uc/item/7f46b58s)


**2003**


Zhang, H. 2003. Human thermal sensation and comfort in transient and non-uniform thermal environments, PhD Thesis, Center for Environmental Design Research (CEDR), University of California at Berkeley, December. [http://www.escholarship.org/uc/item/11m0n1wt](http://www.escholarship.org/uc/item/11m0n1wt)


Lehrer, D., and F. Bauman. 2003. Hype vs. reality: new research findings on underfloor air systems. *Greenbuild International Conference and Exposition*, Pittsburgh, November, 12 pp. [http://www.escholarship.org/uc/item/2bb1c9t0](http://www.escholarship.org/uc/item/2bb1c9t0)

Tang, S., C. C. Federspiel, and D. M. Auslander. 2003. Pulsed-type ultrasonic anemometer based on a double FFT procedure, *Proceedings, IEEE Sensors 2003*. October. [https://escholarship.org/uc/item/6mf6p0z8](https://escholarship.org/uc/item/6mf6p0z8)


Webster, T., and A. Barth. 2003. Development of fan diagnostics methods and protocols for short term monitoring. Final Report, Berkeley, CEC/PIER HPCBS# E5P2.2T4c, 19 pp. [https://escholarship.org/uc/item/5q46x5km](https://escholarship.org/uc/item/5q46x5km)

2002

Webster, T., R. Bannon, and D. Lehrer. 2002. Teledesic broadband center field study. CBE Summary Report, April. [https://escholarship.org/uc/item/84m9s48s](https://escholarship.org/uc/item/84m9s48s)


2001


Federspiel, C. C., S. D. Lanning, H. Li, and D. M. Auslander. 2001. Coordinated control of HVAC systems. Proceedings of the International Conference for Advanced Building Operations, Austin, TX, July 16-19. [https://escholarship.org/uc/item/15r7r3tc](https://escholarship.org/uc/item/15r7r3tc)


### 2000


Webster, T., F. Bauman, and E. Ring. 2000. Supply fan energy use in pressurized underfloor air distribution systems. Center for the Built Environment, University of California, Berkeley, October. [https://escholarship.org/uc/item/1xm4d8f9](https://escholarship.org/uc/item/1xm4d8f9)


Bauman, F., V. Inkarojrit, and H. Zhang. 2000. Laboratory Test of the Argon Personal Air-Conditioning System (APACS). Center for Environmental Design Research, University of California, Berkeley, April. [https://escholarship.org/uc/item/2x33f53m](https://escholarship.org/uc/item/2x33f53m)

### 1999

Murray, S., and K. Powell. 1999. Office tenant needs study. CBE Summary Report. October. [https://escholarship.org/uc/item/2rx7w394](https://escholarship.org/uc/item/2rx7w394)

Federspiel, C. C., Q. Zhang, and E. Arens. 1999. Laboratory Field Studies/Performance Feedback, CEDR-05-99. [https://escholarship.org/uc/item/2hw1t5zf](https://escholarship.org/uc/item/2hw1t5zf)


1998


1997

https://escholarship.org/uc/item/65d3k1jt


1996


1995


1994


1993


1992


1991


1990


1989


1988


1987

Fountain, M. 1987. Instrumentation for thermal comfort measurements: The globe thermometer. CBE Internal Report. [www.escholarship.org/uc/item/1qx8c7sm](www.escholarship.org/uc/item/1qx8c7sm)


1986


---

1985


1984


1983


1982


1981


1980